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1 About this operating manual 
This manual: 

• Is part of the machine 

• Applies to all pump series listed 

• Describes safe and appropriate operation during all operating phases 

It is strictly prohibited to copy all or part of these instructions, to spread or to 
use them without authorization for competitive purposes or to release them to 
third parties. 
Pos: 6 /Allgemei n/01. Zu dieser Bedienungsanl eitung/Zi elgruppen @ 1\mod_1367912201359_23.docx @ 11011 @ 2 @ 1 
 

1.1 Target groups 

Target group Duty 

Operating company  Keep this manual available at all times at the site where the equipment 
is operated, even during later use. 

 Ensure that personnel read and follow the instructions in this manual 
and the other applicable documents, especially all safety instructions and 
warnings. 

 Observe any additional rules and regulations referring to the system 

Qualified personnel, fitter  Read, observe and follow this manual and the other applicable 
documents, especially all safety instructions and warnings. 

Tab. 1: Target groups and their duties 

Pos: 7 /Sparte/Kälte/01. Zu di eser Bedi enungsanleitung/Mitgeltende D okumente @ 3\mod_1370247096640_23.docx @ 15093 @ 2 @ 1 
 

1.2 Other applicable documents 

Document Purpose 

Tightening torques Installation of the machine 
Performance curve Operating limits 
Declaration of conformity Legally binding confirmation that the machine fulfills all 

requirements of the applicable EC guideline(s) 
( 9.4 Declarations in accordance with the EC  
Machinery Directive, page 40). 

Dimensional drawing Setup dimensions, connection dimensions, etc. 
Brochuret Technical specifications, operating limits 
Parts list, sectional drawing Ordering spare parts 
Maximum support load table Maximum permissible forces and torques at the supports 
Technical specification Technical specifications, conditions of operation 
Supplier documentation Technical documentation for parts supplied by 

subcontractors 

Tab. 2: Other applicable documents and their purpose 

 
Pos: 8 /zz.Layoutmodule/Seitenumbr uch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 9 /Allgemei n/01. Zu dieser Bedienungsanl eitung/Warnhinweise und Symbol e @ 0\mod_1303195181328_23.docx @ 759 @ 2 @ 1  

1.3 Warnings and symbols 

Warning Risk level Consequences of disregard 

 

Immediate acute risk Death, serious bodily harm 

 

Immediate acute risk Death, serious bodily harm 

 

Potentially hazardous 
situation 

Minor bodily harm 

 

Potentially hazardous 
situation 

Material damage 

Tab. 3: Warnings and consequences of disregarding them 

 

Symbol Meaning 

 

 Safety warning sign 

 Take note of all information highlighted by the safety warning sign and 
follow the instructions to avoid injury or death. 

  Instruction 

1.  , 2.  , ... Multiple-step instructions 

  Precondition 

→  Cross-reference 

 
Information, recommendation 

Tab. 4: Symbols and their meaning 

Pos: 11 /Allgemein/02. Sicherheit/Sicherheit @ 0\mod_1303195556328_23.docx @ 768 @ 1 @ 1  
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2 Safety 

 
The manufacturer does not accept any liability for damage resulting from disregard 
of any parts of this documentation. 

 
Pos: 12 /Allgemein/02. Sicherheit/Bes ti mmungsgemäße Verwendung @ 2\mod_1368604640328_23.docx @ 12936 @ 2 @ 1 
 

2.1 Intended use 

• Only use the machine within the limits set by the technical specifications 
( technical specification). 

• Liquid pumped  

– Only use the machine for pumping the agreed liquids ( technical 
specification). 

– Observe the specified physical properties of the pumped liquids, such 
as temperature, density, viscosity, specific heat and vapor pressure. 

• Electric motor 

– Only operate the electric motor with the designated voltage and 
frequency ( technical specification). 

• Conditions of use 

– Suction head, system pressure and flow rate must remain within the 
specified limits ( technical specification). 

Pos: 13 /Sparte/Kälte/02. Sicherheit/Vermeidung von nahe li egendem Missbrauch (Beispiel e) @ 0\mod_1303284716218_23.docx @ 1051 @ 3 @ 1 
 

2.1.1 Prevention of obvious misuse (examples) 

• Pumping liquids containing solids is not permitted. 

• Pumping liquids containing impurities is not permitted. It can cause 
cavitation and damage to the pump. 

• Do not use in explosion-hazard areas. 

• Avoid dry-running 

– Dry running causes severe damage, such as destruction of the sleeve 
bearings and pump components, within a few seconds. 

– Ensure that the pump is always filled with pumping liquid. 
– Bleed the pump completely before the initial start-up. 

• Avoiding cavitation 

– Comply with the minimum suction head ( 5.2.3 Specifying pipe 
lengths, page 19). 

– Fully open the suction-side valve and do not use it to adjust the flow. 
– Monitor the suction-side filter. 

– Ensure that the flow rate remains within the specified limits 
( technical specification). 

• Avoiding overheating 

– Do not operate the pump while the pressure-side fitting is closed. 

– Observe the minimum flow rate ( technical specification). 
• Avoiding overloading 

– Observe the maximum flow rate ( technical specification). 
• Remove covers, transport and sealing covers before installation. 
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Pos: 14 /Sparte/Kälte/02. Sicherheit/R estrisi ken und M aßnahmen @ 2\mod_1368516899609_23.docx @ 12621 @ 3 @ 1  

2.1.2 Residual risks and measures  

 

Residual risk Measures by the operating company 

Cuts while working without 
personal protective equipment. 

Observe warnings in the operating 
manual. 
Training for personnel. 
Provide and use personal protective 
equipment. 

Electric shock: 
• Motor not properly electrically 

connected 

• Machine is not, or incorrectly, 
grounded 

• Access by unauthorized 
persons 

Observe warnings in the operating 
manual. 
Training for personnel. 
Prevent access by unauthorized persons. 

Burns, frostbite, crushing 

• Machine is insufficiently 
protected from accidental 
contact 

• Access by unauthorized 
persons 

Observe warnings in the operating 
manual. 
Training for personnel. 
Prevent access by unauthorized persons. 
Install protection against accidental 
contact. 

Injuries due to escaping pumped 
liquids when not used in 
accordance with specifications. 

Observe warnings in the operating 
manual. 
Training for personnel. 
Prevent access by unauthorized persons. 
Provide and use personal protective 
equipment. 

 
Pos: 15 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 16 /Allgemein/02. Sicherheit/Allgemei ne Sicher heitshi nweise @ 0\mod_1303196836875_23.docx @ 777 @ 2 @ 1  

2.2 General safety instructions 

 
Note the following regulations before carrying out any work. 

 
Pos: 17 /Allgemein/02. Sicherheit/Produktsicher heit  @ 2\mod_1368602987984_23.docx @ 12861 @ 3 @ 1  

2.2.1 Product safety 

The machine has been constructed according to the latest technology and 
recognized technical safety rules. Nevertheless, operation of the machine can 
still put the life and health of the user or third parties at risk, damage the 
machine or other property. 

• Only operate the machine when in perfect technical condition and only 
use as intended, staying aware of safety and risks, and in adherence to the 
instructions in this manual. 

• Keep this manual and all other applicable documents complete, legible 
and accessible to personnel at all times. 

• Refrain from any procedures and actions that would pose a risk to 
personnel or third parties. 

• In the event of any safety-relevant malfunctions, shut down the machine 
immediately and have the malfunction corrected by appropriate 
personnel. 

• In addition to the entire documentation for the product, comply with 
statutory or other safety and accident prevention regulations and the 
applicable standards and guidelines in the country where the machine is 
being used. 

Pos: 18 /Allgemein/02. Sicherheit/Pflichten des Betrei bers @ 2\mod_1368603025312_23.docx @ 12872 @ 34 @ 1 
 

2.2.2 Obligations of the operating company 

Safety-conscious operation 

• Only operate the machine when in perfect technical condition and only 
use as 

• intended, staying aware of safety and risks, and in adherence to the 
instructions in this manual. 

• Ensure that the following safety aspects are observed and monitored: 

– Adherence to intended use 

– Statutory or other safety and accident prevention regulations 

– Safety regulations governing the handling of hazardous substances 
– Applicable standards and guidelines in the country where the 

machine is operated 
• Provide personal protective equipment. 
Pos: 19 /Allgemein/02. Sicherheit/Pflichten des Betrei bers -  Personenqualifi kati on @ 2\mod_1369140382781_23.docx @ 13951 @ 4 @ 1 
 

Qualified personnel 

• Make sure all personnel entrusted with work on the machine have read 
and understood this manual and all other applicable documents, 
especially the safety, maintenance and repair information, before they 
start any work. 

• Organize responsibilities, areas of competence and the supervision of 
personnel. 

• Have all work in all operating phases carried out by specialist technicians 
only. 
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• Make sure that trainee personnel only work on the machine under 
supervision of specialist technicians. 

 
Pos: 20 /Allgemein/02. Sicherheit/Pflichten des Betrei bers -  Sicher hei tsei nrichtungen @ 2\mod_1369140457750_23.docx @ 13962 @ 4 @ 1 
 

Safety equipment 

• Provide the following safety equipment and verify its functionality: 

– for hot, cold surfaces: protection against accidental contact for the 
machine, provided by the operating company 

– ensure appropriate grounding 
 
Pos: 21 /Allgemein/02. Sicherheit/Pflichten des Betrei bers -  Gewährleis tung @ 2\mod_1369140514484_23.docx @ 13973 @ 4 @ 1 
 

Warranty 

• Obtain the manufacturer’s approval prior to carrying out any 
modifications, repairs or alterations during the warranty period. 

• Only use genuine parts or parts that have been approved by the 
manufacturer. 

Pos: 22 /Allgemein/02. Sicherheit/Pflichten des Personals @ 2\mod_1368603028968_23.docx @ 12883 @ 3 @ 1 
 

2.2.3 Obligations of personnel 

• Observe all warnings on the machine and ensure they are legible. 

• Do not remove protection against accidental contact for hot and cold 
surfaces during operation. 

• Use personal protective equipment whenever necessary. 

• Only carry out work on the machine while it is not running. 

• Isolate the motor from its supply voltage and secure it against being 
switched back on again when carrying out any fitting or maintenance 
work. 

• Reinstall the safety equipment on the machine according to regulations 
after any work on the machine. 

Pos: 24 /Allgemein/03. Aufbau und Funkti on/Aufbau und Funktion @ 0\mod_1303197600812_23.docx @ 786 @ 1 @ 1 
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3 Layout and Function 
Pos: 25 /Baurei he/Kälte/CAM /Beschrei bung @ 0\mod_1305095934703_23.docx @ 2321 @ 2 @ 1 
 

3.1 Description 

Multi-level centrifugal pump with canned motor for boiling liquids or coolants.  
Pos: 26 /Baurei he/Kälte/CAM /Pumpen- und M otorentyp @ 0\mod_1306416278281_23.docx @ 2729 @ 2 @ 1 
 

3.2 Label 

 
Fig. 1: Pump type label (on the name plate) 

1 Series  

2 Size 

3 Number of stages 

 

 
Fig. 2: Motor type label (on the name plate) 

1 Construction type 

2 Size 
 
Pos: 27 /Sparte/Kälte/03. Aufbau und Funktion/Typenschil d @ 0\mod_1306418131046_23.docx @ 2738 @  @ 1 
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Fig. 3: Name plate (example) 

PTY  = Pump type 

PSN  = Equipment no. / Series no. 

MAT  = Material no. 

D2  = Impeller-Ø 

MTY  = Motor type 

CON  = Control 

ICL  = Insulation class 

PRT  = Protection class 

DTY  = Operating mode 

STD  = Standard 

M  = Weight 

DAT  = Date of manufacture 

fN  = Nominal frequency 

UN  = Nominal voltage 

IN  = Nominal current 

nN  = Nominal speed 

P2  = Nominal capacity 

Cos phi = Power factor 

Qmin ad = Minimum flow rate 

Qmax ad = Maximum flow rate 

Hmax = Maximum conveying height 
Pos: 28 /Baurei he/Kälte/CAM /Aufbau @ 0\mod_1303977635953_23.docx @ 1379 @ 2 @ 1 
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3.3 Layout  

 
Fig. 4: CAM layout (example CAM 2/3) 

1 Impellers 

2 Pressure stage 

3 Front sleeve bearing 

4 Top shaft 

5 Connection cable 

6 Rear sleeve bearing 

7 Electrical winding 

8 Stator tube 

9 Stage casing 
 
Pos: 30 /Allgemein/04. Transport , Lag erung und Entsorgung/Transport , Lag erung und Entsorgung @ 0\mod_1303197757625_23.docx @ 795 @ 1 @ 1 
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4 Transport, Storage and Disposal 
Pos: 31 /Allgemein/04. Transport , Lag erung und Entsorgung/Transporti eren @ 2\mod_1368605338671_23.docx @ 12980 @ 2 @ 1 
 

4.1 Transport 

Weight specifications( 3.2 Label, page 12). 
Pos: 32 /Allgemein/04. Transport , Lag erung und Entsorgung/Auspacken und Li eferzus tand pr üfen @ 2\mod_1368605341343_23.docx @ 12991 @ 3 @ 1 
 

4.1.1 Unpacking and inspection on delivery 

1. Unpack the machine on delivery and inspect it for damage during 
transport. 

2. Report any damage during transport to the manufacturer immediately. 

3. Dispose of packaging material according to pertinent local regulations. 
Pos: 33 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
 
Pos : 34 /Allgemein/04. Transport , Lag erung und Entsorgung/Anheben @ 0\mod_1303299412781_23.docx @ 1151 @ 3 @ 1 
 

4.1.2 Lifting 

 

DANGER 

Death or crushing of limbs may be caused by falling loads! 

 Use lifting gear appropriate for the total weight to be transported. 

 Fasten the lifting gear as illustrated below. 

 Do not stand under suspended loads. 

 
Pos: 35 /Baurei he/Kälte/CAM /Anheben - Grafi k 1 @ 3\mod_1412857695562_23.docx @ 19662 @  @ 1 
 

 
Fig. 5: Fastening lifting gear to pump unit 
Pos: 36 /Baurei he/Kälte/CAM /Anheben - Grafi k 2 @ 2\mod_1369219660687_23.docx @ 14516 @  @ 1 
 

 

Fig. 6: Fastening the lifting gear to the pump unit with base plate 

 Lift the unit in an orderly fashion.  
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Pos: 38 /Allgemein/04. Transport , Lag erung und Entsorgung/Konser vi eren @ 0\mod_1303197987125_23.docx @ 804 @ 2 @ 1  

4.2 Treatment for storage 

 
Not necessary for stainless materials. 
The preservation applied at the plant lasts for 12 months. 

 

NOTE  Material damage may occur due to inappropriate treatment for 
storage! 

 Ensure the machine is treated for storage properly, both inside and outside. 

 

1. Selecting preservatives: 
– Compatible with the machine materials 

– Compatible with the pumped liquid 

2. Use the preservative specified by the manufacturer. 

3. All bare metal parts should be treated with preservative, inside and 
outside. 

 
Pos: 39 /Allgemein/04. Transport , Lag erung und Entsorgung/Lager n @ 2\mod_1368604909875_23.docx @ 12947 @ 2 @ 1  

4.3  Storage 

NOTE Material damage may occur due to inappropriate storage! 

 Store the machine properly. 

 

1. Close all openings with blank flanges, plugs or plastic covers. 

2. Ensure the storage room is: 
– dry 

– frost-free 

– vibration-free 

3. Rotate the motor shaft before installing the pump and check that it can 
move freely. 

 
Pos: 40 /Allgemein/04. Transport , Lag erung und Entsorgung/Entsorgen @ 2\mod_1368604913453_23.docx @ 12958 @ 2 @ 1  

4.4 Disposal 

 

WARNING 

Risk of poisoning and environmental damage by the pumped liquid or oil! 

 Use personal protective equipment when carrying out any work on the 
machine. 

 Prior to the disposal of the machine: Collect and dispose any leaking 
pumped liquid in accordance with local regulations. 

 

1. Empty the machine completely and clean it. 

2. Dispose of the machine in accordance with local regulations. 
Pos: 42 /Allgemein/05. Aufs tell ung und Anschluss /Aufs tell ung und Anschluss (Überschrift) @ 0\mod_1306393980890_23.docx @ 2613 @ 1 @ 1 
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5 Installation and connection 
Pos: 43 /Allgemein/05. Aufs tell ung und Anschluss /Hinweis Sachschaden durch Ver unr einig ungen @ 0\mod_1303198474390_23.docx @ 813 @  @ 1 
 

NOTE Material damage can be caused by dirt! 

 Do not remove any covers, transport and sealing covers until immediately 
before connecting the pipes to the pump. 

 
Pos: 44 /Allgemein/05. Aufs tell ung und Anschluss /Aufs tell ung vor ber eiten @ 2\mod_1368607378593_23.docx @ 13002 @ 2 @ 1 
 

5.1 Preparing the setup 
Pos: 45 /Allgemein/05. Aufs tell ung und Anschluss /U mgebungsbedingungen prüfen @ 2\mod_1368607381859_23.docx @ 13073 @ 3 @ 1  

5.1.1 Checking the ambient conditions 

1. Make sure the required ambient conditions are fulfilled ( 9.2.1 Ambient 
conditions, page 38). 

2. Adhere to system conditions ( brochure, technical specification). 
 
Pos: 46 /Allgemein/05. Aufs tell ung und Anschluss /Aufs tell ort vorberei ten @ 2\mod_1368607384718_23.docx @ 13084 @ 3 @ 1 
 

5.1.2 Preparing the installation site 

 Ensure the installation site meets the following conditions: 

– Machine is freely accessible from all sides 

– There is sufficient space for the installation/removal of the pipes and 
for maintenance and repair work, especially for the removal and 
installation of the pump and the motor 

– Machine is not exposed to external vibrations (damage to bearings) 
 
Pos: 47 /Allgemein/05. Aufs tell ung und Anschluss /Untergrund vorbereiten @ 2\mod_1368607387375_23.docx @ 13095 @ 3 @ 1 
 

5.1.3 Preparing the foundation 

 Make sure the foundaction and surface are: 

– level 
– clean (no oil, dust or other impurities) 

– capable of bearing the weight of the machine unit and all operating 
forces 

– ensure the machine is stable and cannot tip over 
 
Pos: 48 /Allgemein/05. Aufs tell ung und Anschluss /Pumpe vor ber eiten @ 2\mod_1368607390093_23.docx @ 13106 @ 3 @ 1  

5.1.4 Preparing the machine 

 After longer storage/shutdown periods, perform the following measures: 

Storage/shutdown period Measure 

2 Years  If necessary, replace the seals. 

Tab. 5: Measures after longer storage/shutdown periods 

Pos: 49 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 50 /Allgemein/05. Aufs tell ung und Anschluss /Rohrleitungen planen @ 2\mod_1368607392421_23.docx @ 13117 @ 2 @ 1  

5.2 Planning the piping 
Pos: 51 /Allgemein/05. Aufs tell ung und Anschluss /Abstützungen und Fl anschanschlüsse ausleg en mit Hi nweis  @ 2\mod_1368607399234_23.docx @ 13139 @ 3 @ 1 
 

5.2.1 Specifying supports and flange connections 

NOTE Material damage may occur due to excessive forces and torques exerted 
by the piping on the pump!  

 Do not exceed the permissible values ( general arrangement drawing 
with maximum nozzle loads) 

 

1. Calculate the pipe forces, taking every possible operating condition into 
account:  
– Cold/warm 

– Empty/full 

– Unpressurized/pressurized 
– Positional changes of the flanges 

2. Ensure the pipe supports have permanent low-friction properties and do 
not seize up due to corrosion. 

Pos: 52 /Allgemein/05. Aufs tell ung und Anschluss /Nennwei te festleg en @ 2\mod_1368607402234_23.docx @ 13150 @ 3 @ 1 
 

5.2.2 Specifying nominal diameters 

 
Keep the flow resistance in the pipes as low as possible. 

 

1. Make sure the nominal suction pipe diameter is ≥ the nominal suction 
branch diameter. 

2. Make sure the nominal vessel outlet diameter is ≥ the nominal outlet 
flange diameter. 

 
Pos: 53 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1  
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Pos: 54 /Baurei he/Kälte/CAM /Rohrleitungslängen festl egen @ 0\mod_1305016574968_23.docx @ 2179 @ 34 @ 1  

5.2.3 Specifying pipe lengths 

 

Calculate the minimum suction head (technical specification) 

 
Fig. 7: Supply pipe 

1 emin = NPSHR + RZ + S 
emin – minimum suction head [m] 
Rz – resistance of the supply pipe [m] 
S – additional safety factor [m] 

2 Maintain the minimum suction head when installing the pump. 

3 lmin = 5 * DNs 

lmin ‒ minimum length of the settling section [mm] 

DNS ‒ supply pipe diameter [mm] 

4 Maintain the minimum length of the horizontal settling section. 

 
Upstream: Shorter pipes are possible, but may restrict the hydraulic performance 
and/or lead to cavitation. 

 
Pos: 55 /Sparte/Kälte/05. Aufstellung und Anschluss/Strömungsgeschwindigkeit i m Zul auf @ 0\mod_1303285941265_23.docx @ 1060 @ 3 @ 1 
 

5.2.4 Supply flow speed 

1. Calculate the supply flow speed. 
– Optimum speed: 0.3 m/s – 0.5 m/s 

2. If necessary, adjust the diameter of the supply pipe. 
Pos: 56 /Sparte/Kälte/05. Aufstellung und Anschluss/Querschnit ts- und Richtungsänderungen @ 0\mod_1303199593312_23.docx @ 822 @ 3 @ 1  

5.2.5 Optimizing cross-section and direction changes 

1. Avoid bending radii of less than 1.5 times the nominal pipe diameter. 

2. Avoid abrupt changes of cross-section along the piping.  

3. Lay the supply pipe so that it runs constantly downwards and not 
horizontally to the supply container. 

Pos: 57 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 58 /Sparte/Kälte/05. Aufstellung und Anschluss/Sicherheits  und Kontroll einrichtungen @ 1\mod_1350465598437_23.docx @ 10452 @ 3 @ 1  

5.2.6 Providing safety and control devices (recommended) 

1. Provide a separator in the supply pipe. 

2. Provide a vortex breaker in the vessel outlet. 

3. Arrange the vessel inlet and outlet at angles to each other. 

4. If parallel operation is in use: provide each pump with its own vessel 
outlet. 

5. Ensure that the pressure/temperature in the supply container drops slowly. 
 
Pos: 59 /Sparte/Kälte/05. Aufstellung und Anschluss/Tr ennen und Absperren der Rohrleitungen @ 2\mod_1368769200515_23.docx @ 13902 @ 3 @ 1 
 

5.2.7 Making provisions for isolating and shutting off pipes 

 
For maintenance and repair work. 

 

 Provide shut-off devices in the supply pipes and vessel outelts. 
 
Pos: 60 /Sparte/Kälte/05. Aufstellung und Anschluss/M essen der Betri ebszus tände (pumpenseitig/r ohrl eitungsseitig) @ 3\mod_1370240743156_23.docx @ 15062 @ 3 @ 1 
 

5.2.8 Allow measurements of the operating conditions 

1. Provide manometers for pressure measurements in the supply pipes and 
vessel outlets. 

2. Provide for pump-side / pipe-side temperature measurements. 
 
Pos: 61 /Sparte/Kälte/05. Aufstellung und Anschluss/Installationsempfehlungen @ 0\mod_1303286091671_23.docx @ 1069 @ 34 @ 1  

5.2.9 Installation Recommendations 

Avoiding cavitation 
Pos: 62 /Sparte/Kälte/05. Aufstellung und Anschluss/Installationsempfehlungen - Anor dnung R otati onsbr echer am Tankausl auf @ 2\mod_1368709351968_23.docx @ 13713 @  @ 1 
 

 
Fig. 8: Arrangement of vortex breakers at the vessel outlet 

1 Vortex breaker 

 
Pos: 63 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 64 /Sparte/Kälte/05. Aufstellung und Anschluss/Installationsempfehlungen - Anor dnung Grafi ken kl ein @ 2\mod_1369205615328_23.docx @ 14340 @  @ 1  

 

Fig. 9: Vessel inlet/vessel outlet arrangement 

1 Vortex breaker 

 

Fig. 10: Vessel inlet/vessel outlet arrangement 

1 Vortex breaker 

 

Fig. 11: Parallel operation arrangement 

1 Vortex breaker 

 

Fig. 12: Slow pressure/temperature drop 

1 Vortex breaker 
 
Pos: 65 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 66 /Sparte/Kälte/05. Aufstellung und Anschluss/Automatische Entg asung @ 2\mod_1368709404703_23.docx @ 13735 @ 4 @ 1  

Automatic venting 

1. Install a non-return valve between the outlet flange and the gate valve to 
ensure the medium does not flow back when the pump is switched off. 

2. Provide a bypass pipe to enable venting: 
– guide the bypass pipe from the discharge pipe between the pump and 

non-return valve into the supply container's gas phase. 
– In doing so make sure that there is no non-return valve in the bypass 

pipe 
 

PLEASE NOTE Material damage caused by an accumulation of gas! 

 Make sure that an accumulation of gas is not possible in the suction pipe or 
valves under any circumstances. 

– Gas bubbles must be able to rise unhindered to the supply container 
when the pump is switched off. 

 Make sure that larger accumulations of gases are avoided in the discharge 
pipe between the pump and non-return valve. 

– Installing the non-return valve valve as close as possible after the 
outlet flange 

– Providing a bypass pipe 

 

3. For parallel operation: 
– Separate supplies for the pumps 
– Separate bypass pipes 

Pos: 67 /Sparte/Kälte/05. Aufstellung und Anschluss/Automatische Entg asung - Grafi k mit Leg ende @ 2\mod_1368709426171_23.docx @ 13746 @  @ 1 
 

 
Fig. 13: Automatic venting (single pump - parallel pumps) 

1 Qmin – orifice (directly in front of gate valve / supply container) 

2 Bypass pipe 

3 Consumer 

4 Qmax – orifice 

5 Suction head 
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6 Supply container 

7 Gate valve (directly in front of supply container) 

8 Non-return valve 
 
Pos: 68 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
 
Pos : 69 /Allgemein/05. Aufs tell ung und Anschluss /Rohrleitungen anschli eßen @ 0\mod_1303200164812_23.docx @ 831 @ 2 @ 1  

5.3 Connecting the pipes 
Pos: 70 /Allgemein/05. Aufs tell ung und Anschluss /Verunrei nigung der R ohrl eitungen ver mei den @ 2\mod_1368608902000_23.docx @ 13172 @ 3 @ 1 
 

5.3.1 Keeping the piping clean 

NOTE Material damage may occur due to impurities in the machine! 

 Ensure no impurities can enter the machine: 

– Flush the pipes so that scales, welding beads and other foreign objects 
do not damage the machine. 

– If necessary, install a sieve in the supply pipe during the start-up 
phase. 

 

1. Clean all piping parts and fittings prior to assembly. 

2. Ensure no flange seals protrude inwards.  

3. Remove any blank flanges, plugs, protective foils and/or protective paint 
from the flanges. 

 
Pos: 71 /Allgemein/05. Aufs tell ung und Anschluss /Zul auflei tung monti eren @ 2\mod_1368608905156_23.docx @ 13183 @ 3 @ 1 
 

5.3.2 Mounting the supply pipe 

1. Remove the transport and sealing covers on the machine. 

2. Run the pipes with a continuous downwards slope to the pump. 

3. Ensure no seals protrude inwards. 
 
Pos: 72 /Allgemein/05. Aufs tell ung und Anschluss /Druckl eitung montier en @ 2\mod_1368608907593_23.docx @ 13194 @ 3 @ 1 
 

5.3.3 Installing the discharge pipe 

PLEASE NOTE Damages can result from incorrect connection! 

 Connect the pipes properly. 

 

1. Remove the transport and sealing covers from the pump. 

2. Installing the discharge pipe: 
– Qmax orifice at least 0.5 m above the outlet flange of the pump 

3. Installing the bypass pipe: 
– in front of the non-return valve in the discharge pipe 

– Run the pipe with a continuous upward slope to the supply container 

– Qmin orifice as close as possible to the supply container 

4. Ensure no seals protrude inwards. 
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Pos: 73 /Allgemein/05. Aufs tell ung und Anschluss /Spannungsfr eien R ohrl eitungsanschl uss sicherstellen @ 2\mod_1368608910078_23.docx @ 13205 @ 3 @ 1  

5.3.4 Ensure stress-free pipe connections 

1. Ensure that 
– the permissible flange forces are not exceeded 

– the pump is not used as an anchor point for pipes 

2. When pumping cold / hot liquids, ensure that 
– the pipes have been laid suitably for expansion 

– the pipes have been spring-suspended or expansion joints have been 
used 

 
Pos: 74 /Sparte/Kälte/05. Aufstellung und Anschluss/Elektrisch anschließen @ 0\mod_1303200735562_23.docx @ 840 @ 2 @ 1 
 

5.4 Electrical connection 

 

DANGER 

Risk of death due to electric shock! 

 Have all electrical work carried out by qualified electricians only. 

 
Pos: 75 /Sparte/Kälte/05. Aufstellung und Anschluss/M otorschutzschalter vorsehen @ 2\mod_1368520779234_23.docx @ 12643 @ 3 @ 1 
 

5.4.1 Providing a motor protection switch 

 Provide a motor protection switch in accordance with VDE 0660 with the 
following specifications: 

– Current rating on the name plate 

– Motor operation type = S1 

– Maximum permissible switch frequency in normal operation = 6 start-
ups/ hour 

– Minimum pause between 2 starts = 10 minutes 
 
Pos: 76 /Sparte/Kälte/05. Aufstellung und Anschluss/M otor anschließen @ 2\mod_1368521326484_23.docx @ 12654 @ 3 @ 1 
 

5.4.2 Connecting the motor 

 
Connect the terminals as follows for the correct sense of rotation: 

– U1-L1 

– V1-L2  

– W1-L3. 

 
Pos: 77 /Sparte/Kälte/05. Aufstellung und Anschluss/M otor anschließen Info R otati onsmonitor @ 2\mod_1368521469984_23.docx @ 12665 @  @ 1 
 

 
For motors with rotation monitor (manual ROMi / ROMe) 

 
Pos: 78 /Sparte/Kälte/05. Aufstellung und Anschluss/M otor anschließen Punkt 1- 3 @ 2\mod_1368520242078_23.docx @ 12632 @  @ 1 
 

1. Connect the motor according to the connection diagram. 

2. Ground the motor using the grounding conductor of the cable connection. 
– If available, also ground the motor using the grounding terminal on 

the rear motor casing cover. 

3. Install an EMERGENCY STOP switch. 
 
Pos: 80 /Allgemein/06. Betrieb/Betrieb (Ü berschrift) @ 0\mod_1306397226765_23.docx @ 2671 @ 1 @ 1 
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6 Operation 
Pos: 81 /Allgemein/06. Betrieb/Ersti nbetri ebnahme durchführ en @ 0\mod_1303201556984_23.docx @ 849 @ 233 @ 1 
 

6.1 Putting the machine into service for the first time 

6.1.1 Identifying the machine type 

 Identify the machine type ( technical specification). 

6.1.2 Checking the shutdown period 

 After a shutdown period of > 2 years ( 5.1.4 Preparing the 
machine, page 17). 

 
Pos: 82 /Sparte/Kälte/06. Betri eb/Betrieb Füllen und Entgasen (Ü berschrift) @ 3\mod_1369290592531_23.docx @ 14721 @ 3 @ 1 
 

6.1.3 Filling up and venting 
Pos: 83 /Sparte/Chemie/06. Betrieb/Warnung - Verletzungs- und Vergiftungsgefahr durch gefährliche Förder medi en @ 3\mod_1369226073156_23.docx @ 14561 @  @ 1 
 

 

WARNING 

Risk of injury and poisoning due to hazardous pumped liquids! 

 Use personal protective equipment when carrying out any work on the 
machine. 

 Safely collect any leaking pumped liquid and dispose of it in accordance 
with environmental rules and requirements. 

 
Pos: 84 /Sparte/Chemie/06. Betrieb/Hi nweis - Sachschaden durch Trockenl auf @ 3\mod_1369226082875_23.docx @ 14572 @  @ 1 
 

PLEASE NOTE Material damage caused by dry running! 

 Make sure the machine is filled up and bled properly. 

 
Pos: 85 /Sparte/Kälte/06. Betri eb/Betrieb Füllen und Entgasen - Punkt 1-4 @ 0\mod_1303286820781_23.docx @ 1096 @  @ 1 
 

1. Open the shut-off devices in the supply pipe and bypass pipe. 

2. Fill the pump and the supply pipe with pumped liquid. 

3. Wait until the pump casing has cooled to the temperature of the supply 
container. 

4. Make sure that no pipe connections are leaking. 
 
Pos: 86 /Sparte/Kälte/06. Betri eb/Betrieb Dr ehrichtung prüfen @ 0\mod_1303202179796_23.docx @ 858 @ 3 @ 1  

6.1.4 Checking the sense of rotation 

1. Switch on the motor. 

2. Check the operating parameters or rotary field of the motor. 

 

DANGER 

Risk of death due to electric shock! 

 Have all electrical work carried out by qualified electricians only. 

 

3. In the event of deviating operational parameters or incorrect field of 
rotation: swap two phases. 

4. Re-establish the electrical connections of the motor. 
 
Pos: 87 /zz .Layoutmodul e/Sei tenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 88 /Sparte/Kälte/06. Betri eb/Betrieb Einschalten Teil 1 @ 2\mod_1368598084593_23.docx @ 12692 @ 3 @ 1  

6.1.5 Turning On 

 Machine correctly set up and connected 

 All connections stress-free and sealed 

 All safety equipment installed and tested for functionality 

 Machine properly prepared, filled up, and bled 
Pos: 89 /Sparte/Kälte/06. Betri eb/Gefahr -  Verletzungsgefahr  durch laufende Pumpe @ 2\mod_1368599504609_23.docx @ 12714 @  @ 1 
 

 

DANGER 

Risk of injury due to running machine! 

 Do not touch the running machine. 

 Do not carry out any work on the running machine. 

 
Pos: 90 /Sparte/Kälte/06. Betri eb/Gefahr:  Verletzungs- und Vergiftungsg efahr durch herausspritzendes  Fördermedium @ 2\mod_1368599534703_23.docx @ 12725 @  @ 1 
 

 

DANGER 

Risk of injury and poisoning due to pumped liquid spraying out!  

 Use personal protective equipment when carrying out any work on the 
machine. 

 
Pos: 91 /Sparte/Kälte/06. Betri eb/Hinweis - Sachschaden durch Tr ockenl auf @ 2\mod_1368599538703_23.docx @ 12736 @  @ 1 
 

PLEASE NOTE Material damage caused by dry running! 

 Make sure the pump is filled and bled properly. 

 Observe the permissible flow rate ( technical specification, performance 
curve). 

 
Pos: 92 /Sparte/Kälte/06. Betri eb/Hinweis - Kavi tationsgefahr bei Dr osselung des  Zul aufstr oms @ 2\mod_1368599541843_23.docx @ 12747 @  @ 1 
 

NOTE Risk of cavitation when throttling down the supply flow rate! 

 Fully open the supply-side fitting and do not use it to adjust the delivery 
flow. 

 Observe the permissible flow rate (→ technical specification). 

 
Pos: 93 /Sparte/Kälte/06. Betri eb/Hinweis - Sachschaden durch Ü berhitzung @ 2\mod_1368599544765_23.docx @ 12758 @  @ 1  

NOTE Material damage caused by overheating! 

 Do not operate the pump while the pressure-side fitting is closed. 

 Observe the permissible flow rate (→ technical specification). 

 
Pos: 94 /Sparte/Kälte/06. Betri eb/Betrieb Einschalten Teil 2 - Punkt 1-5 @ 2\mod_1368599547515_23.docx @ 12769 @  @ 1 
 

1. Open the supply-side fitting. 

2. Close the pressure-side fitting. 

3. Switch on the motor and make sure it is running smoothly. 

4. Once the motor has reached its nominal speed, open the pressure-side 
fitting slowly until the operating point is reached. 

5. After the first load under pressure and at operating temperature, check 
that the machine is not leaking. 

Pos: 95 /Sparte/Kälte/06. Betri eb/Betrieb Ausschal ten @ 2\mod_1368599550984_23.docx @ 12780 @ 3 @ 1 
 

6.1.6 Switching off 

1. Switch off the motor. 

2. Check all tie bolts and tighten them if necessary. 
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Pos: 96 /Sparte/Kälte/06. Betri eb/Betr eiben (Überschrif t) @ 0\mod_1303203007328_23.docx @ 867 @ 2 @ 1 
 

6.2 Operating 
Pos: 97 /Sparte/Kälte/06. Betri eb/Betr eiben Ei nschal ten Teil 1 @ 2\mod_1368601926953_23.docx @ 12846 @ 3 @ 1 
 

6.2.1 Turning on 

 Pump initially put into service properly 

 Pump prepared, filled and bled properly 
Pos: 98 /Sparte/Kälte/06. Betri eb/Gefahr -  Verletzungsgefahr  durch laufende Pumpe @ 2\mod_1368599504609_23.docx @ 12714 @  @ 1 
 

 

DANGER 

Risk of injury due to running machine! 

 Do not touch the running machine. 

 Do not carry out any work on the running machine. 

 
Pos: 99 /Sparte/Kälte/06. Betri eb/Gefahr:  Verletzungs- und Vergiftungsg efahr durch herausspritzendes  Fördermedium @ 2\mod_1368599534703_23.docx @ 12725 @  @ 1 
 

 

DANGER 

Risk of injury and poisoning due to pumped liquid spraying out!  

 Use personal protective equipment when carrying out any work on the 
machine. 

 
Pos: 100 /Sparte/C hemie/06. Betrieb/Hi nweis  - Kavitati onsg efahr bei Drossel ung des Zulaufs troms @ 0\mod_1305187452437_23.docx @ 2444 @  @ 1 
 

NOTE Risk of cavitation when throttling down the supply flow rate! 

 Fully open the supply-side fitting and do not use it to adjust the delivery 
flow. 

 
Pos: 101 /Sparte/Kälte/06. Betrieb/Hi nwei s - Sachschaden durch Ü ber hitzung @ 2\mod_1368599544765_23.docx @ 12758 @  @ 1 
 

NOTE Material damage caused by overheating! 

 Do not operate the pump while the pressure-side fitting is closed. 

 Observe the permissible flow rate (→ technical specification). 

 
Pos: 102 /Sparte/Kälte/06. Betrieb/Betrei ben Einschalten Teil 2 -  Punkt 1-4 @ 2\mod_1368603455062_23.docx @ 12857 @  @ 1 
 

1. Open the supply-side fitting. 

2. Close the pressure-side fitting. 

3. Switch on the motor and make sure it is running smoothly. 

4. Once the motor has reached its nominal speed, open the pressure-side 
fitting slowly until the operating point is reached. 

Pos: 103 /Sparte/Kälte/06. Betrieb/Betrei ben Ausschalten @ 2\mod_1368603896609_23.docx @ 12908 @ 3 @ 1 
 

6.2.2 Switching off 

 Pressure-side fitting closed (recommended) 

 

WARNING 

Risk of injury due to cold surfaces! 

 Use personal protective equipment when carrying out any work on the 
machine. 

 Switch off the motor. 
 
Pos: 104 /zz.Layoutmodul e/Seitenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 105 /Sparte/Kälte/06. Betrieb/Betrieb Außer Betrieb nehmen @ 2\mod_1368600277156_23.docx @ 12813 @ 2 @ 1  

6.3 Shutting down the machine 

 

WARNING 

Risk of injury and poisoning due to hazardous pumped liquids! 

 Safely collect any leaking pumped liquid and dispose of it in accordance 
with environmental rules and requirements. 

 

 Take the following measures whenever the machine is shut down: 

Machine is Measure 

...shut down for a 
prolonged period 

 Take measures appropriate to the pumped 
liquid ( 6.3 Shutting down the 
machine, page 28).  

...emptied  Close the suction-side valve and pressure-side 
fittings. 

...dismounted  Isolate the motor from its power supply and 
secure it against unauthorized switch-on. 

...put into storage  Follow the storage instructions ( 4.3  
Storage, page 16). 

Tab. 6: Measures to be taken if the machine is shut down 

 

Behavior of he 
pumped liquid 

Duration of shutdown (depending on process) 

Short Long 

Remains liquid, non-
corrosive 

‒ ‒ 

Remains liquid, 
corrosive 

‒  Empty the pump and 
containers. 

 Treat the pump and 
containers with 
preservative. 

Tab. 7: Measures depending on the behavior of the pumped liquid  

Pos: 106 /Sparte/Kälte/06. Betrieb/Wi eder i n Betri eb nehmen @ 2\mod_1368600281312_23.docx @ 12824 @ 2 @ 1 
 

6.4 Start-up following a shutdown period 

In the event of shutdown periods of more than 2 years: 

– ( 5.1.4 Preparing the machine, page 17). 

– Carry out all steps as for the initial start-up ( 6.1 Putting the 
machine into service for the first time, page 25). 

 
Pos: 107 /Sparte/Kälte/06. Betrieb/Betrieb Stand-by- Pumpe betr eiben @ 2\mod_1368600286250_23.docx @ 12835 @ 2 @ 1 
 

6.5 Operating the stand-by pump 

1. Preparing the stand-by pump: 
– Putting the pump into service for the first time  
– (Erstinbetriebnahme durchführen II). 

– Filling and bleeding the stand-by pump. 

2. Using the stand-by pump (Einschalten Neu). 
 
Pos: 109 /Allgemein/07. Wartung und Ins tandhaltung/Wartung und Instandhaltung (Ü berschrift)  @ 0\mod_1306397538906_23.docx @ 2680 @ 1 @ 1 
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7 Maintenance 
Pos: 110 /Allgemein/07. Wartung und Ins tandhaltung/Für M ontag en und Reparaturen @ 2\mod_1368628330109_23.docx @ 13545 @  @ 1 
 

Trained service technicians are available for fitting and repair work. Present a 
pumped medium certificate (DIN safety data sheet or safety certificate) when 
requesting service. 

 
Pos: 111 /Allgemein/07. Wartung und Ins tandhaltung/Ü berwachen @ 0\mod_1303204729562_23.docx @ 881 @ 2 @ 1 
 

7.1 Inspections 
Pos: 112 /Allgemein/07. Wartung und Ins tandhaltung/Infor mation-Die Pr üfungsinter valle sind von der Beanspruchung der Pumpe abhängig @ 2\mod_1368628336453_23.docx @ 13586 @  @ 1 
 

 
The inspection intervals depend on the operational strain on the machine. 

 
Pos: 113 /Sparte/Kälte/06. Betrieb/Gefahr - Verl etzungsgefahr durch l aufende Pumpe @ 2\mod_1368599504609_23.docx @ 12714 @  @ 1 
 

 

DANGER 

Risk of injury due to running machine! 

 Do not touch the running machine. 

 Do not carry out any work on the running machine. 

 
Pos: 114 /Allgemein/07. Wartung und Ins tandhaltung/Gefahr-Verletzungs- und Vergiftungsgefahr durch gefährliche Förder medi en @ 2\mod_1368628366140_23.docx @ 13608 @  @ 1 
 

 

WARNING 

Risk of injury and poisoning due to hazardous pumped liquids! 

 Use personal protective equipment when carrying out any work on the 
pump. 

 
Pos: 115 /Allgemein/07. Wartung und Ins tandhaltung/In angemessenen Zeitabs tänden prüfen @ 2\mod_1368686121953_23.docx @ 13671 @  @ 1 
 

1. Check at appropriate intervals: 
– Adhere to the minimum and maximum flow rates ( technical 

specification) 
– Normal operating conditions unchanged 

Pos: 116 /Allgemein/07. Wartung und Ins tandhaltung/Für s tör ungsfr eien Betrieb sichers tell en @ 2\mod_1368628369906_23.docx @ 13619 @  @ 1 
 

2. For trouble-free operation, always ensure the following: 
– Minimum suction head 

– No dry running 

– No leaks 

– No cavitation (max. pressure difference between suction and outlet 
flanges) 

– Open gate valves on supply side 

– No unusual running noises or vibrations 
 
Pos: 117 /zz.Layoutmodul e/Seitenumbruch @ 0\mod_1309158040077_23.docx @ 4191 @  @ 1 
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Pos: 118 /Allgemein/07. Wartung und Ins tandhaltung/Ins tandhalten @ 0\mod_1305188066359_23.docx @ 2454 @ 2 @ 1 

7.2 Repairs 
Pos: 119 /Allgemein/07. Wartung und Ins tandhaltung/Gefahr-Verletzungsgefahr  durch laufende Pumpe @ 2\mod_1368625689500_23.docx @ 13501 @  @ 1  

 

DANGER 

Risk of injury due to running machine! 

 Do not touch the running machine. 

 Do not carry out any work on the running machine. 

 Isolate the motor from its supply voltage and secure it against being 
switched back on again when carrying out any fitting or maintenance work. 

 
Pos: 120 /Allgemein/07. Wartung und Ins tandhaltung/Gefahr-Lebensgefahr durch Stromschl ag @ 2\mod_1368625708031_23.docx @ 13512 @  @ 1 
 

 

DANGER 

Risk of death due to electric shock! 

 Have all electrical work carried out by qualified electricians only. 
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WARNING 

Risk of injury and poisoning due to hazardous pumped liquids and hot or 
cold components! 

 Use personal protective equipment for all tasks on the machine. 

 Prior to all tasks, allow pump and motor to cool down / warm up to ambient 
temperature. 

 Ensure that the pump is de-pressurized. 

 Drain the machine, safely collect pumped liquid, and dispose of it in an 
environmentally-responsible manner. 
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WARNING 

Risk of injury during maintenance work! 

 Secure the pressure-side valve against unintentional opening. 

 Wear protective gloves, components could have very sharp edges. 
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7.2.1 Dismounting 

NOTE Material damage may occur due to inappropriate dismantling! 

 Warm up immobile bearing sleeves. 

 

Preparations for dismounting 

 Machine unpressurized 

 Machine completely empty, flushed and decontaminated 

 Electrical connections disconnected and motor secured against being 
switched on again 

 Machine de-iced 

 Manometer lines, manometer and holdings dismounted 

 
In production, the machines are constructed according to a standard process. The 
insert 
unit can be removed without removing the volute casing and piping. 

 

 When dismounting, observe the following: 

– Mark the precise orientation and position of all components before 
dismounting them. 

– Dismount components concentrically without canting. 
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Dismount the pump and motor part: 

 
For the designations and positions of the components ( sectional drawing). 
Mark the position of the suction cover 162.2, stage casing 108 and pump housing 
101. 

 

1. Loosen and remove the hex nuts 914.30 and split washers 930.1. 

2. Pull the suction cover 162.2 forward and off.  

3. Bend up the locking plate 931.1 and remove the hex bolt 906 and tension 

disc 552.1. 

4. Pull off the impeller 230.1, stage casing 108 and vane insert 174.2 
without misaligning the motor shaft 819 and remove the key 940.1. 

5. Repeat step 4 until all the stages have been removed. 

6. Loosen and remove the hex nuts 920.2 and split washers 930.9. 

7. Pull the stator completely out of the pump casing. 

8. Pull the motor shaft 819 out of the pump casing. 

9. Pull off the bearing bush 545.1 with the bearing sleeve 529.1 and engine 

shaft 819. 

10. Remove the snap ring 932.1 and pull the bearing sleeve 529.2 off the 

motor shaft 819. 
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11. To dismount the motor-side carbon bearing 545.2 (only for motors AGX 
3.0, 4.5 and 6.5): 
– Loosen the stator screw 900.3. 

 

 
Fig. 14: Dismounting the carbon bearing 

Dismounting the stator: 

1. Open nut 920.12, remove clamp screw 900.5. 

2. Remove cover for motor casing 160. 
– When doing this, label the electric supply lines and disconnect at the 

connection point. 

3. Press out the stator tube 816 out of the stator in the direction of the 
pump. 

4. Remove the cover for motor casing 812.1 from the motor casing 811. 

5. Inspect the stator winding for possible damage: 

– If necessary, replace the stator or rewind it.  
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7.2.2 Returning the pump to the manufacturer 

 Pump unpressurized 

 Pump completely empty 

 Secure motor against being switched on again 

 Pump de-iced 

 Manometer lines, manometer and holdings dismounted 

 

1. Enclose a truthful and fully completed document of compliance when 
returning pumps or components to the manufacturer ( 9.3 Safety 
certificate, page 39).  

2. Take necessary measures, depending on the required repair work, as listed 
in the table below when returning the pump to the manufacturer. 

 

Repairs Measure for return 

...at the customer’s 
premises 

 Return the defective component to the 
manufacturer. 

...at the 
manufacturer’s 
premises 

 Flush the pump and decontaminate it if it was 
used for hazardous pumped liquids. 

 Return the complete pump unit (not disassembled) 
to the manufacturer. 

...at the 
manufacturer’s 
premises for 
warranty repairs 

 Only in the event of hazardous pumped liquid: 
flush and decontaminate the pump. 

 Return the complete pump unit (not disassembled) 
to the manufacturer. 

Tab. 8: Measures for return 
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7.2.3 Installing 

Preparations for mounting 

1. Observe the following during the installation: 
– Replace worn parts with genuine spare parts. 
– Replace seals. 

– Maintain the prescribed tightening torques ( 1.2 Other applicable 
documents, page 6). 

– Reinstall the components concentrically and straight in accordance 
with the marks applied. 

2. Clean all parts. Do not remove any markings that may have been attached. 

3. Mount the machine ( sectional drawing). Mounting is conducted in 
reverse order to dismounting. The following sections detail the particular 
features of mounting. 
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Installing 

NOTE Material damage due to inappropriate mounting! 

 Make sure the there is a gas bleed hole (Ø 3 mm) on the top of the stage 
casing 108. 

 Make sure the lateral hole in the motor shaft 819 is lined up with the hole 
in the hub of the impeller 230 and does not cover it. 

 Fit the suction cover 162.2, stage casing 108 and pump housing 101 in 
the position and order they were marked in before disassembly. 

 

1. With new bearing bushes 545.1/2 bearing sleeves 529.1/2 make sure: 
– That the cylindrical pin 562.1–3 is adjusted correctly 

– Groove in carbon bearing and notch flush in stator tube are aligned 
(the bearing can otherwise not be fully inserted). 

2. Secure impeller nut 922 with locking plate 931.1. 
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Completing assembly 

 Check the machine ( technical specification): 

– Compressive strength 
– Leak proofness 
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7.3 Ordering spare parts 

 
For trouble-free replacement in the event of faults, we recommend keeping entire 
insert units or spare pumps available on site.  

The application guidelines conforming to DIN 24296 recommend provisioning for 
two years of continuous use ( parts list). 

 

 Have the following information ready to hand when ordering spare parts 
( name plate): 

– Short description of the pump 

– Equipment number 
– Year of manufacture 

– Part number 

– Designation 
– Quantity 
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8 Troubleshooting 
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8.1 Malfunctions 

Possible malfunctions are identified by a number in the following table. This 
number identifies the respective cause and remedy in the troubleshooting list. 

Malfunction Number 

Machine not pumping 1 
Pumping rate insufficient 2 
Pumping rate excessive 3 
Pumping pressure insufficient 4 
Pumping pressure excessive 5 
Machine running roughly 6 
Sleeve bearings temperature too high 7 
Machine leaking 8 
Excessive motor power uptake 9 

Tab. 9: Malfunction/number assignment 
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8.2 Fault rectification 

If malfunctions occur which are not specified in the following table or cannot 
be traced back to the specified causes, please consult the manufacturer. 

 

Malfunction number Cause Elimination 

1 2 3 4 5 6 7 8 9 

X X ‒ X ‒ X ‒ ‒ ‒ Supply pipe or pump blocked or 
encrusted 

 Clean the supply pipe or pump. 

X X ‒ X ‒ X ‒ ‒ ‒ Gas sucked into pump  Seal the source of malfunction. 

X X ‒ X ‒ X ‒ ‒ ‒ Excessive gas proportion: Pump is 
cavitated 

 Consult the manufacturer. 

X X ‒ X ‒ X ‒ ‒ ‒ Pump running in the wrong 
rotational direction 

 Swap any two phases at the 
motor. 

X X ‒ X ‒ X ‒ ‒ ‒ Impeller out of balance or blocked  Dismount the pump and inspect it 
for dry-running damage. 

 Clean the impeller. 

X X ‒ ‒ X X ‒ ‒ ‒ Discharge pipe blocked  Clean the discharge pipe. 

X X ‒ X ‒ ‒ ‒ ‒ ‒ Motor speed too low  Compare the required motor 
speed with the specifications on 
the pump name plate. Replace 
the motor, if necessary. 

 Increase the motor speed if speed 
control is available. 
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Malfunction number Cause Elimination 

1 2 3 4 5 6 7 8 9 

X ‒ ‒ ‒ ‒ ‒ ‒ ‒ ‒ Transport and sealing cover still in 
place 

 Remove the transport and sealing 
cover. 

 Dismantle the machine and check 
for dry-run damage. 

X ‒ ‒ ‒ ‒ ‒ ‒ ‒ ‒ Supply pipe and/or discharge pipe 
closed by fitting 

 Open the fitting. 

X ‒ ‒ ‒ ‒ X ‒ ‒ ‒ Supply pipe and machine bled 
incorrectly or not filled completely 

 Fill up the machine and/or pipe 
completely and bleed them. 

X ‒ ‒ ‒ ‒ X ‒ ‒ ‒ Supply pipe contains gas pockets  Install the fitting for venting. 

 Correct the piping layout. 

‒ X ‒ X ‒ ‒ ‒ ‒ ‒ Geodetic differential head and/or 
pipe flow resistance too high 

 Remove sediments from the 
pump and/or discharge pipe. 

 Install a larger impeller and 
consult the manufacturer. 

‒ X ‒ X ‒ ‒ ‒ ‒ ‒ Supply pipe not completely open  Open the fitting. 

‒ X ‒ X ‒ X ‒ ‒ ‒ Hydraulic parts of the machine 
contaminated, clotted or encrusted 

 Dismantle the machine. 

 Clean the parts. 

‒ X ‒ X ‒ X ‒ ‒ ‒ Cross section of supply pipe too 
narrow 

 Increase the cross-section. 

 Remove any encrustations from 
the supply pipe. 

 Open the fitting completely. 

‒ X ‒ X ‒ X ‒ ‒ ‒ NPSHR is greater than NPSH  Increase the suction head. 

 Consult the manufacturer. 

‒ X ‒ X ‒ X ‒ ‒ ‒ Pumped liquid temperature too 
high: Pump is cavitated 

 Increase the suction head. 

 Lower the temperature. 

 Consult manufacturer. 

‒ X ‒ X ‒ X ‒ ‒ ‒ Pump parts worn  Replace the worn pump parts. 

‒ X ‒ X ‒ X ‒ ‒ X Motor running on 2 phases  Check the fuse and replace it if 
necessary. 

 Check the cable connections and 
insulation. 

‒ X X X X ‒ ‒ ‒ X Density, specific heat capacity, 
vapour pressure or viscosity of the 
pumped liquid outside the range 
specified for the pump 

 Consult the manufacturer. 

‒ X ‒ ‒ X X ‒ ‒ ‒ Pressure-side fitting not opened 
wide enough 

 Open the pressure-side fitting. 
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Malfunction number Cause Elimination 

1 2 3 4 5 6 7 8 9 

‒ ‒ X X ‒ X ‒ ‒ X Pressure-side fitting opened too 
wide 

 Throttle down at the pressure-side 
fitting. 

 Provide a Qmax orifice or flow 
control valve 

 Rework impeller on the lathe. 
Consult the manufacturer and 
adjust the impeller diameter. 

‒ ‒ X ‒ ‒ X ‒ ‒ X Geodetic differential head, pipe 
flow resistance and/or other 
resistance lower than specified 

 Throttle down the flow rate at the 
pressure-side fitting. Observe the 
minimum flow rate. 

 Rework impeller on the lathe. 
Consult the manufacturer and 
adjust the impeller diameter. 

‒ ‒ X ‒ X X X ‒ X Motor speed too high  Reduce speed with frequency 
converter. 

‒ ‒ X ‒ X X ‒ ‒ X Impeller diameter too large  Throttle down the flow rate at the 
pressure-side fitting. Observe the 
minimum flow rate. 

 Rework impeller on the lathe. 
Consult the manufacturer and 
adjust the impeller diameter.  

‒ ‒ ‒ ‒ ‒ X ‒ X X Machine is deformed  Check the pipes and fastening of 
the machine. 

‒ ‒ ‒ ‒ ‒ ‒ X ‒ ‒ Not enough pumped liquid, does 
not correspond to technical 
specification 

 Add pumped liquid. 

 Comply with the permissible 
range of application. 

 Consult the manufacturer. 

‒ ‒ ‒ ‒ ‒ ‒ ‒ X ‒ Tie bolts not tightened properly  Tighten the tie bolts. 

‒ ‒ ‒ ‒ ‒ ‒ ‒ X ‒ Housing seal defective  Replace the housing seal. 

‒ ‒ ‒ ‒ ‒ ‒ ‒ X ‒ Can seal defective  Replace the can seal. 

Tab. 10: Fault table 
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9 Appendix 
 

9.1 Recommended spare parts 

 
Detailed ordering information ( parts list). 

 

Item no. Designation 

400.XX Gaskets 
545.01/02 Bearing bushes 
529.01/02 Bearing sleeves 
758 Strainer insert 

Tab. 11: Recommended spare parts 

9.2 Technical specifications 

 
See technical specification. 
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9.2.1 Ambient conditions 

Ambient temperature: -50 °C to 50 °C 

 
Operation under any other ambient conditions should be agreed with the 
manufacturer. 
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9.2.2 Sound pressure level 

 
Sound pressure level calculated according to VDI 3743-1:2003: < 70 dB. 
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9.3 Safety certificate 

 
Please copy this document and send it together with the 
machine. 

 

 
Fig. 15: Safety certificate 
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9.4 Declarations in accordance with the EC  
Machinery Directive 
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9.4.1 Declaration of conformity in accordance with the EC 
Machinery Directive 

 
The following declaration does not include a serial number or signatures. The 
original declaration is supplied with the respective machine. 

 

 
Fig. 16: Declaration of conformity in accordance with the EC Machinery 

Directive 
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