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Test report no. EMI 17-26071764/D 
 
 

SUBJECT 
Determine the reflectance of a wood wool panel sample called “Organic”. 

 

REFERENCE TEXTS 
Standard NF EN 410:2011 
Glass in building. Determination of luminous and solar characteristics of glazing 

Standard NF EN 14500:2008 
Blinds and shutters. Thermal and visual comfort. Test and calculation methods 

 

ITEM SUBMITTED FOR TESTING 
Description: 1 reference wood wool panel size 30 cm x 30 cm approximately (2 samples) 

Date of receipt: 2 November 2017 

Origin: the samples were provided by KNAUF. 

Identification: 
 

CSTB ref. Product ref. 

 
EMl17-260-71764-Silicon 

 
Organic Silicon 

 

Test date: 7 November 2017 

Test operator: Jérôme LAURENT 
 
 

Performed at Grenoble, 13 November 2017  

Engineer in charge of testing 

 
 
 
 
 
 
 

François OLIVE 
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Test report no. EMI 17-26071764/D 
 

SAMPLE PREPARATION 
The samples were not prepared or cleaned. 

 

APPARATUS 
The measurements were made using COSMI, a device developed at the CSTB. This single-beam spectrophotometer is 
equipped with a 40 cm diameter integrating sphere and a detector that allows the recording of a reflectance spectrum as 
a function of wavelength over the 300-2500 nm range. 
The measuring surface corresponds to that of a 10 cm diameter disk. 
The normal spectral hemispherical reflectance curves pnh(λ) are recorded using the test method described in chapter 7.2 
of standard NF EN 14500. 

 
TEST RESULTS 
The normal hemispherical reflectance pvnh is deduced from the spectral curve in accordance with standard EN 410. 
The value of the reflectance is given (in %) in Table 1 below. The estimated absolute 
uncertainty on this factor is 5 %. 

 

CSTB ref. Product ref. 
 

pvnh 

 
EMl17-260-71764-Silicon 

 
Organic Silicon 

 
43 

Table 1: Reflectance in % 
 
 

End of report 
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